STATE|  PROJECT NUMBER Mo, [SHEETS
GA. CM-285-1(377) =0 | 258

INSTALL:
CONDUIT, NONMETL,TF 2, 2 IN,
FOR ELECTRICAL POWER SERVICE (400 LF)

ST

STA. 1320 + 85
INSTALL:

PULL BOX, TYPE 7 (EA)
FIBER OPTIC SPLICE, FUSION (20 EA)
FIBER OPTIC CLOSURE, UNDERGROUND, 24 FIBER (1EA}

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, (NAV(05-0238) (IO LF)
0SP F/0 CABLE, DROP, SM, 24 FIBER (55 LF}

STA. 1328 +70
INSTALL:

VIDEO CAMERA SENSOR ASSEMBLY (EA)(SIC94D)

VDS SYSTEM PROCESSOR, TYPE A (IEA)
FIELD SWITCH, TYPE A (EA)
F/0 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (EA)
STA. 1321+ 20
INSTALL:
CCTV SYSTEM, TYPE B (EA) (TMCCAMY4D

CABINET, TYPE D (GEA) POLE MOUNTED

STRAIN POLE, TYPE IV (IEA} -
VIDEO ENCODER, TYPE A (IEA)

VIDEQ CAMERA SENSOR ASSEMBLY (EA) (NIC24D
VDS SYSTEM PROCESSOR, TYPE A (IEA)

INSTALL:
NSTALLS TYPE “W"GUARDRAIL, ( 175 LF)
CONDUIT, NONMETL, TP 2,2%2 @ 5 LF (0 LF)
FIELD SWITCH, TYPE A (EA) OSP F/0 CABLE, DROP, SM, 24 FIBER (20 LF)
F/0 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (IEA)
CABINET, TYPE D (EA) POLE MOUNTED

STRAIN POLE, TYPE IV (EA)

PULL BOX, TYPE 4S (EA
ATMS PCOLE PLATFORM

TYPE I ANCHOR, (1EA)
TYPE 2 ANCHCR, (IEA)

INSTALL:
INSTALL:

CONDUIT, NONMETL, TP 2, 2”"(20 LF}
QSP F/0 CABLE, DROP, SM, 24 FIBER (20 LF)

CONDUIT DUCT BANK, TYPE 3 (980 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, (NAVO5-0239) (980 LF)

INSTALLS
CONDUIT DUCT BANK, TYPE 3 (870 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, (NAV05-0239) (870 LF)
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